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CUTTING INSTRUCTIONS 
Shortening a DW-POWER length pipe

Mark the desired length on the outer pipe to be cut. 
Cut the outer pipe with a disc grinder.

Remove the severed outer pipe. Use a cutter knife or similar to cut and remove the insulation, so that the inner tube 
is free of insulation and visible.

Cut the inner tube with the disc grinder.
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Shortened DW-POWER length.
The gaskets are now placed back on the outside.
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NOTE:
The disc grinder must be suitable for stainless steel and 
must not be contaminated with ferritic materials! It is 
recommended to remove the gaskets on the outside 
before shortening, so that they are not damaged or 
contaminated!
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Use the DW-POWER ISO cutter to cut the insulation on the shortened side.

Remove the severed insulation from the length 
element.

The distance between the insulation and the outer 
edge must not exceed 60 mm!

Press the loose insulation with the angle of the ISO 
cutter.

To prevent damage to the gaskets, it is important to 
deburr the outer edge of the outer pipe and also to 
bend it slightly outwards. For this purpose, the device 
mounted on the outer side of the ISO cutter is used.
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CUTTING INSTRUCTIONS 
Removing the insulation on the shortened side
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